
Cooling Units 
 
COP  =  EER  /  3.413 
 
COP  =  SEER  X  0.9  /  3.413 
 
COP  =  12  /  ( 3.413  X  kW/ton) 
 
 
kW/ton  =  12 / (COP  X  3.413) 
 
kW/ton  =  12  /  EER 
 
kW/ton  =  12  /  (SEER  X  0.9) 
 
 
EER  =  COP  X  3.413 
 
EER = 12  /  kW/ton 
 
EER  =  SEER  X  0.9 
 
 
SEER  =  COP  X  3.413  /  0.9   
 
SEER  =  12  /  (kW/ton  X  0.9) 
 
SEER  =  EER  /  0.9 
 
 


